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than a· small void (refer to Figure 2 for an illustration of this fact). Hence, the 

test results that will be reported in this section of the report have been 

expressed in a "raw data" format. No attempt has been made to correct the 

void size distribution curves for the probability of observing the specific 
features. This reconstruction of the void volume (or bubble size distribution, 

which is a three-dimensional construct) can be done as described in reference 

3, however, it was considered to be outside the scope of this research project. 

The linear traverse test can produce information describing the void size 

distribution if the analyst records the chord length for each individual void 

observed during the traverse. Typical results obtained and reported by the 

three labs used in this study are shown in Figure 16. The three labs reported 

rather different chord length distributions for the sample shown in Figure 16, 

this was the case for most of the samples that were analyzed. This particular 

sample was chosen for comparison because it contained approximately 6% 

air, which should have given an adequate number of voids to produce reliable 

distribution curves. The test results from lab 2 appear to be different from 

the remaining two labs because it counted a much higher number of very 

small voids. Also, the chord size distribution that was reported by lab 1 

approached zero at a chord length of about 25 microns. The other two labs 

indicated that they could each still count approximately 500 features with a 

chord length of 25 microns. It was not apparent which of the three labs 

produced the most accurate representation of the actual chord-size 

distribution curve. 

The results calculated from the image analysis tests are shown in 

Figure 17. Note, that the results were calculated from the void area 

measurements by assuming that each void had a circular shape. The results 

of similar calculations conducted on other samples, with air contents from 

about 3% through 9%, have also been plotted on Figure 17. The void­

diameter distributions all exhibited nearly the same shape but the number of 

features that were counted varied considerably. The specimens that had low 

air contents (and poor freeze-thaw durability) tended to be deficient in voids 

with diameters ranging from about 10 to 300 microns. 

Another way of viewing the image analysis data is shown in Figure 18. 

This figure presents the raw data (area measurements) obtained from the 

image analysis procedure. The information has been plotted on an absolute 

scale so that differences in air content are readily evident on the figure. The 
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raw test results can be normalized as shown in Figure 19, or reported on a 

cumulative basis as shown in Figure 20. In each instance it was is very easy 

to identify the test specimens that exhibited poor resistance to freezing and 

thawing - they tended to produce few air voids less than 300 microns in 

diameter and they often contained an excess of voids larger than 500 microns. 

Often, 50% or more of the total air content consisted of voids larger than 500 

microns (see Fig. 19). In contrast, the durable concrete specimens always 

exhibited a large amount of small air voids (approximately 70% were smaller 

than 300 microns in diameter). Each of the three graphs has strengths and 

weaknesses. The last graph (Fig. 20, the cumulative void area curve) is 

probably the most useful of the different representations because it provides 

an absolute indication of the air content of the sample plus it gives an 

indication of the distribution of void area throughout the different void size 

classes. 
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Figure 20. Image analysis void-size distribution curve (cumulative basis). 
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Does the image analysis technique provide a better indicator of the 

frost-prone concrete than the linear traverse test? This question is hard to 

answer succinctly. The information presented earlier indicated that both 

techniques clearly identified the test specimens that exhibited poor resistance 

to freezing and thawing. Or did they? A graph of linear expansion versus the 

number of freeze-thaw cycles for the four specimens that were frost prone is 

shown in Figure 21. Test results for two durable test specimens have also 

been plotted on the figure. The details pertinent to these particular test 

specimens have been summarized earlier in this report; however, for the sake 

of convenience they are repeated again in Table 16. The values reported in 

the table have been averaged using the data obtained from the various labs. 

The vibration treatment appeared to have played an important role in the 

failure process - all of the test specimens subjected to the high vibration 

treatment exhibited larger slopes in the freeze-thaw tests than the specimens 

that were subjected to the normal vibration treatment (see Figure 21 or the 

last column of Table 16; note that the effect was negligible in the specimens 

containing 6% air). The air content determinations (both linear traverse and 

image analysis estimates have been averaged together) indicated that the high 

vibration treatment should decrease the durability because the air content 

decreased. However, the other two properties reported in Table 16, namely 

specific surface and spacing factor (only the linear traverse results have been 

included in the average), contradicted this observation. Specific surface 

increased and spacing factor remained nearly unchanged. These observations 

are in agreement with other studies that have reported similar trends [20, 21, 

22, 23]. In fact, the data from Table 16 roughly corresponds to the data 

presented by ·other researchers [21] (see Figure 22). Note, that the mix 

proportions summarized in reference 21 were different from those that were 

used in this study and that the water-cement ratio was considerably lower in 

this study (nominally 0.4 versus .0.5). However, the fact remains that the 

vibration treatment lowered the durability of the test specimens but the global 

properties that are commonly used to assess the relative durability of the 

different concrete specimens are not sensitive to such treatments. 

The same can be said about the image analysis test results. The 

cumulative void area curve (see Figure 20) clearly indicates that the vibration 

treatment reduced the magnitude of the void area curves in the size 
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Table 16. Average values for a selected series of test specimens. 

Specimen Vibration Air Pot Hardened Specific Spacing Freeze-thaw 

{air,%) Air (avg. %, surface factor curve slope 

entrained) (avg.,in.-1) (avg., in.) (millionths) 

3 N 3.2 2.6 345 0.014 7.4 

3 H - 1.5 540 0.013 13.2 

5 N 3.2 2.8 340 0.015 30.4 

5 H. - 1.6 540 0.014 36.0 

6 N 6 4.9 800 0.006 0.2 

6 H - 4.7 890 0.005 0.3 

40 

I 

• • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • 



--------------------------------------------- -• • 
VI 
:r 

20 

~ ·~ 
~ 
J 

~ 

'i 
u 
>-
u 10 
a: 
le 
z 
0 
iii 
z 
f 
~ ' 

0 

~ ~l ·~ ,. I ! I 
621001 130iiT I ' 

r--r~ 1 liT 
--.; 

0 0 

I I I, 0 I 
• = this study 

I I I: 
.. II 
:i L' 
'I II 

I ,, 
• I 

i ! 
I -' 

' I 
I·· ,. .JMIX[S NO 1- 13 I AGENT M) 

'.lt" I I I I I 
I I 1·AVERAGE OF PRE YIOUS TESTS -II I i\"" I IPCA AND USIR) 

I \.. '..: I I I I I 
I _b._l 1'0.. I I I 

I I ~,,_, I 
I I II ! I~---~--------

0 0 0 .. ~ .. " . ~ 

~8 s ~ <18 8 8 ~ a s a 
VOID SPACING FACTOR, t-INGH 
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thawing and spacing factor (graph from reference 22). 

range from about 200 to 600 microns. This would lead one to predict that the 

specimens subjected to the high vibration treatment should perform worse 

than the other specimens in the freeze-thaw tests (as was observed). 

However, the image analysis test results still were not totally consistent with 

the failure trend indicated by the durability tests (i.e., order of decreasing 

durability as follows: 3N, 3H, 5N and 5H). Perhaps looking at feature specific 

information (i.e., frame by frame estimates) would help to place the image 

analysis measurements in better agreement with the distress that was 

observed. This would be an excellent area to concentrate on in future 

research programs. An example of how this can be done is shown in Figure 

23. This figure uses a bar chart to illustrate the image-by-image air content 

for sample 5. The air contents are expressed on a mortar basis (not a 

concrete basis) so an air content of about 9% to 10% would be considered 

"normal" for a properly air-entrained specimen. The top half of the figure 

shows the individual air contents after the normal vibration treatment. The 

bottom half of the figure shows the individual air contents after the high 

vibration treatment. It is ve:ry clear that the vibration treatment decreased the 

air content below the 2% level in many of the images that were collected. This 

extra flexibility of the image analysis method is useful because freeze-thaw 

cracking apparently starts in specific regions (i.e., it is a feature specific event, 

rather than a global event) that are inadequately protected by the air-voids. 
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Figure 23. Image-by-image air contents for the specimens from concrete 
mix 5. Note how vibration often reduces the air content below 1 °/o. 
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SUMMARY AND CONCLUSIONS 

In summary, this project has investigated the use of image analysis to 

measure the air content and distribution of the entrained-air void system in 

portland cement concrete. The study evaluated these properties in a series of 

eight concrete mixes that were made and cured under standard laboratory 

conditions. The air contents of the various mixes ranged from about 3 to 9 

percent. Four of the mixes contained 20% fly ash, which was substituted for 

portland cement on an equivalent mass basis. The study also included 

different vibration treatments that were used in an attempt to distort the 

entrained-air void system. 

The results of this research effort, which was directed at creating a 

routine procedure for analyzing the entrained-air void system in portland 

cement concrete, can be summarized as follows: 

7 

1. The routine procedure that was developed and detailed in this study 
can be used to give reasonable estimates of the entrained-air content 
of laboratory concrete specimens. The test results indicate that the 
values are in good agreement with those that were determined using 
the standard testing procedure for hardened concrete (ASTM C 457). 
It currently takes approximately one hour per specimen to conduct 
the image analysis test for entrained-air content. 

2. The calculation of specific surface and spacing factor from the image 
analysis process are different from those calculated from the linear 
traverse test. This was due to the area weighting that was used to 
stabilize the mean void diameter from the image analysis tests. This 
is of little concern since the image analysis test results were still able 
to separate durable concretes from those that were prone to freeze­
thaw attack (as measured by ASTM C 666, method B). 

3. The vibration treatments that were used in this study did not 
adequately distort the entrained-air void system of the concrete 
specimens. This was in contrast with field studies that have 
implicated excessive vibration as a major contributor to destruction 
or distortion of the entrained-air void system. This lack of 
agreement between field and lab observations is most probably due 
to the fact that the mixing cycle in laboratory concrete is so long that 
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it tends to form a better distribution of the entrained-air voids. The 
laboratory test results clearly indicate that the smaller entrained-air 
voids are difficult to vibrate out of the specimens. Typically, one 
would expect that the larger voids, or those that have coalesced due 
to inadequate mixing and dispersion, are much more prone to being 
vibrated out of the concrete. 

4. The Air Void Analyzer test was not used enough to form any 
significant conclusions pertaining to the concrete mixes that were 
studied in this project. 

5. The high-pressure air method for determining the hardened air 
content of the concrete test specimens exhibited excellent correlation 
to the plastic air content of the various mixes. In most instances it 
was able to provide a very accurate estimate (±0.5% absolute) of the 

I r
. original air content. It is not known if this excellent agreement 

Cl would be obtained from field specimens of concrete because of the 
potential for filling entrained-air voids with recrystallized minerals. 

6. Fly ash appeared to have little influence on the air content or air­
void distribution of the test specimens that were made in this study. 

RECOMMENDATIONS 

This study has indicated that image analysis can play an important role 

in the measurement of entrained-air void systems 'and the documentation of 

the information pertaining to the fundamental constituents that are normally 

observed in portland cement concrete. These are areas that have historically 

been dominated by conventional light microscopy and practicing 

petrographers. However, the application of scanning electron microscopy to 

this area has tremendous potential. This potential is based in part on the 

tremendous resolution and easy access to elemental information that are 

commonly available on an SEM, but it also hinges on the high level of 

documentation and subsequent analysis that come from digital imaging 

techniques. Hence, it is recommended that efforts should be directed at: 

1. Verifying the correlations observed in this study, between linear 
traverse and image analysis tests, with independent testing of field 
concrete specimens. This really needs to be done before the 
technique can be adopted on a routine basis. Previous research [ 11] 
has noted significant differences between laboratory and field 
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concrete specimens. Also, this study was limited to laboratory 
testing using rapid freezing and thawing to estimate durability, this 

~!
. test procedure has exhibited only poor correlation to Iowa DOT field 

service records. Hence, verification of the features that will be used 
to denote "good" and "bad" air void systems IS strongly 
recommended . 

2. Further work should be conducted to investigate the use of image 
analysis to estimate the water I cement ratio, measure the paste 
content and to count the particles of unhydrated cement in concrete. 
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Standard Operating Procedure for Image Analysis of Concrete 

The purpose of this document is to summarize the steps that are 
necessary to prepare, measure and analyze portland cement concrete cores 
using image analysis. This documents only the rudimentary steps that need 
to be performed, some studies may benefit considerably from the use of 
additional steps, such as filtering or contrast enhancement. 

Sample Preparation 
Sample preparation is a critical step in this technique. The purpose of 

this step is create a flat surface that can be ground and polished to reveal 

surface details such as air voids, aggregates and cement paste. If the 

specimen cannot be made flat in a reasonable amount of time using the 

grinding paper listed in step 1, then a coarser paper (say 100 or 120 grit) can 

be used. However, it is important to understand that step 1 must produce a 

flat specimen because there is no point in performing steps 2 through 5 if the 

sample has not been ground to a flat surface. Excessive surface pressure 

during the early grinding steps can destroy the sample surface, especially 

when the concrete is soft or micro-cracked. As always, practice and 

experience play a key role in producing specimens with a high-quality surface. 

Briefly, the method consists of: ( 1) sawing off a section of the concrete 

core (diamond blade, propylene glycol used as a coolant); (2) rinse off the 

propylene glycol using tap water; (3) grinding the sample surface flat by using 

fixed grit paper and the 12 inch grinding/polishing wheel described earlier in 

this report (grit sizes listed in Table A1, water used as a lubricant). This 

sample preparation method is very similar to the method that is commonly 

used to prepare specimens for air void analysis by standard ASTM procedures 

[2]. 

T bl A1 a e G. d. nn 1n~ d r h. d an po 1s 1ng proce ure £ h or t e concrete cores. 

Step This method ASTM C 457 (see [6]) 

grit size (micron equiv.) grit size (micron equiv.) 

1 180 (70fJ.m) 100 ( 150fJ.m) . optional 

2 320 (30fJ.m) 220 (75!J.m) 

3 600 (17fJ.m) 320 (35fJ.m) 

4 800 ( 12fJ.m) 600 ( 17 .5fJ.m) 

5 (optional) 1200 (2 to SfJ.m) 800 (12.5fJ.m) 
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Data Collection 
Data collection will normally be accomplished using the Hitachi 2460N 

(low-vacuum) scanning electron microscope. However, as access to better 
stage controllers improves and contrast enhancement procedures are refined, 
data could also be collected using any type of instrument that produces high­
quality ( 1024 x 768 resolution) digital images. This section summarizes the 
normal steps that need to be followed to collect data using the Hitachi SEM. 

1. Turn on the Helium gas and connect it to the SEM. 
2. Vent the SEM chamber (AIR/EVAC button) so that you can insert a 

specimen. Check to make sure that the sample stage is at its default 
position (X=60, Y=25). If it is not in the default position then position it 
there manually or by pressing CAL, 9, ENTER on the DEBEN stage control 
panel. 

3. Turn on the SEM using the right breaker located on the base of the SEM 
column. This will energize the viewing CRT. 

4. Turn on the infrared camera to view the contents of the SEM chamber. 
5. Slide the Robinson detector out of the SEM chamber. 
6. Wind the LINK X-ray detector up to get it out of the way. 
7. Slide the LINK TETRA detector into the SEM chamber. 
8. Place the specimen to analyzed on the circular or square specimen holder 

(make sure that the surface of the sample is level with the edges of the 
sample holder) and then attach the reference standard to it. The reference 
standard can be placed on any coarse aggregate particle near the center of 
the specimen. It is best to position the reference standard with the white 
side to the 12:00 position. This assumes that the raster rotation is not on! 

9. Slide the sample into the SEM chamber and press the AIR/EVAC button to 
pump the chamber down. Set the pressure level at 40 Pausing the F2 key. 

10. Set the image selector (SE-Xray-AUX) switch to AUX 
11. Turn off the infrared camera. 
12. Set the PCI-TETRA slide switch to TETRA. 
13. Set the accelerating voltage to 6.0 kV. 
14. Set the beam current to 240 using the FlO key. 
15. Set the working distance to 11 mm. 
16. Turn on the accelerating voltage. 
17. Log in to the ISIS software package and start the TETRA, AUTO BEAM 

and AUTOANALYSIS software packages. Arrange the various windows on 
the screen in a position that you feel comfortable with. 

18. Select the TETRA window and recall the test conditions for the "6kV, 
new Tetra" setup. The display CRT should show an image of the specimen 
surface. Focus the image using the Hitachi controls and a moderate level 
of magnification (say 200 or 300x). Decrease the magnification to the 
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working level (40x in most instances or SOx for very small features) and 
refocus if necessary . 

19. Locate the reference standard on the specimen surface and center the 
white-black region of the image on the viewing CRT. Depress the static 
line profile mode button. Tweak the TETRA using the software controls to 
set the low and high levels of contrast and brightness to the green lines 
drawn on the photo CRT . 

20. Check for level illumination by moving the reference sample to show a 
totally black image and then depressing the static line profile mode button . 
A flat horizontal line should be observed. Tweak the SEM gun controls as 
needed to level the line . 

21. Select the AUTOANALYSIS window and start a new AUTOANALYSIS 
run. Select the areas to be imaged by using the DEBEN stage control to 
position the stage at the various stop points and then press the left-mouse 
button to store that location in the AUTOANALYSIS measurement queue. 
Repeat this procedure until 20 points have been selected. Then initiate the 
AUTOANALYSIS run. Each run consumes over 20 MB of hard disk space 
so plan accordingly. 

Procedure for Air Void Image Analysis 
Notes, Caveats, and Warnings 

Menus- ImQuant does not strictly follow Windows menu conventions. 
Shortcut keys are not always underlined. Often it is necessary to select a 
letter twice if using keyboard shortcuts, e.g., Analyze Individual (it comes after 
Interactive). 
Display mode- The display should be set to 256-colors mode with a resolution 
of either 1280x1024 or 1600x1200. QuickRes on the TaskBar allows quick 
changes between modes. (Using 256-color mode will increase the speed of 
response and is needed to allow the graphics toolbox to work properly. Higher 
resolutions allow for less overlap of the necessary windows.) 
File location - Data should be copied from the Link to a local hard disk for 
speed of processing. The files common to the Isis dataset and job must be 
copied in their entirety, but data files may be copied in part, as needed. Use 
ImQuant or AUTOBEAM to det~rmine which files to copy . 
64 file limit- Oxford's code for reading ISIS files into Visilog has a bug that 
only allows reading about 64 files per session before running out of memory . 
That is equivalent to about 2-1/2 batches of 24 images. You exit Visilog 
completely and restart it to restore the memory 

1. Startup 
Set video mode 
Start recorder macro set 
Start Isis Labbook 
Select job 

QuickRes on Taskbar 
Run C: \WIN \EXCELR.REC and minimize . 
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Start ImQuant 
Load AIR.J into C Interpreter 
Declare the macro 

Close Interpreter 
Bring up current commands 
window (in IMQuant) 
Prepare Analysis 

Record internal names of files 

Read first image into 'raw' 
Set spatial calibration 
Check calibration values 

Optional manual calibration 

Store macro name in 
paste buffer 

2. Processing Images 
Start macro sequence 

Edit the file name 

File-Load 
position cursor in routine name then select 
Interpreter-Declare 

Display-Current Commands 
(in IMQuant) Analyze-Individual 
Specify images: label for Label image, raw for 
Grey image, filter for Filter image (this is case 
sensitive!) 
Select measures to analyze (Surface, 
Perimeter, Shape) 
It is easier to edit the DOS file name in the 
Read dialog than to use the Disk icon to 
select files. DOS file names can be found via 
the Disk icon or in AUTOBEAM. 
File-Read then click Disk icon 
Analyze-Calibration-ISIS Calibration 
(in Command Panel) type printf(SCALE_X) 
<RET>, and printf(SCALE_Y) <RET> 
Values should be close to 2.41 for 50x images 
with 1024 pixels. Perform manual calibration 
if necessary. 
This requires separate X and Y calibrations 
under Analyze-Calibration. 
The image is 24 73x1932 microns at 50x. 
Those values may be used for the X and Y 
distances and the scale bar extended to reach 
the sides of the image. Press the right mouse 
button and choose Exit to save the 
calibration. 
Recheck as above. 

Select Command Panel center window 
Type AIR() and copy it to paste buffer (Select 
the text with Shift-Home, cut with Shift­
Delete, paste back in with Shift-Insert) 

Paste AIR() back into Command Panel (Shift­
Insert), 
Press Enter 
6 spaces left, Backspace, Enter new index 
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Review I Set thresholds 

Select Analysis 

Update series name 

Lower threshold should be set to zero 
Upper threshold should be set as high as 
possible to include the m_aximum porosity 
without selecting excessive pixels of aggregate 
or paste. 
THIS STEP IS CRITICAL! Some pores will 
be missed, some aggregate porosity will be 
included, and some small, dark regions of 
aggregate may be included. These effects will 
offset each other some, but be careful. 
Wait for Label operation to finish, then 
press Alt-Tab twice (more or less if out of 
sequence) 
e.g., A4-T13 (Pressing return after editing the 
label is intuitive but won't help or hurt 
anything.) 

(The following few steps are defined as a macro with Ctrl-Alt-Z as the hot key.) 
Analyze frame Analyze-Go Wait for analysis to finish; the 

Examine results 

Ship to Excel 
Switch to Command Panel 

area dialog in IMQuant will change. 
Particles larger than 785K sq. urn have an 
equivalent diameter larger than 1000 urn and 
will fall outside the size tables and require 
corrective steps. Large, contacting particles 
may be separated using Graphics Toolbox. 
Particles with an area of 5.83 sq. urn contain 
only a single pixel at 50x. They should not 
exist following processing. 
Alt-I-E (Display Excel 
Wait for "display to Excel" to finish; the first 
time takes awhile. Press Alt-Tab twice (more 
or less) 

Repeat this process until all20 frames have been analyzed 

3. Combining Results 
A Windows macro has been defined to aid in this process. It should be 
automatically loaded when Windows starts. If not loaded, open EXCELR.REC 
in the Windows directory before proceeding. Some tweaking of the timing may 
be needed depending on the computer and configuration. (Note: Excel-95 
performs much better than Excel-97.) 

Switch to Excel Window 
Open TEMPL-20 spreadsheet Cursor should be positioned in the first 

particle index cell (i.e., B12). This must be 
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spreadsheet window number 1 for the macro 
to work- it will be if opened last. 

Activate first result spreadsheet Shift-Ctrl-Tab, if everything is in order 
Check the spreadsheet title for proper 
number 

Activate Macro Shift-Ctrl-Q The macro will select the data 
cells and copy the values only to the 
appropriate location in the template, it will fill 
in the frame number for all particles in that 
frame, it will set the next frame number, and 
it will position the cursor for pasting in the 
next frame. 

Clean up the 
combined spreadsheet 

Fill in columns F through J 

Update the Pivot Tables 

Save the new sheet 
Print the sheet 

Close all sheets 

Proceed to next sample 

Therefore, once the sequence is started it 
should be a simple matter to press the two 
sequences a total of 24 times. You do not 
even have to release the Shift and Ctrl keys 
between the steps - just toggle between Tab 
andQ. 

Delete the last frame number entry; it will not 
be used. 
Start in the lower right cell (J-xx), extend the 
selection back to column E (Shift-left-arrow), 
then extend to the top of the particles (End, 
up-arrow). Press Shift-right-arrow to deselect 
column E. Press Ctrl-D to fill down Columns 
F through J. 
Check that only bins 1 though 1 0 are used 
(less is OK, more is bad). Particle records may 
be sorted based on size and extreme values 
may be replaced to truncate the size 
distribution at 785,000 sq. urn. 
Starting with the first table, select a cell in 
the table and press the update key (! button 
on the tool bar). Repeat for each of the four 
tables. 
Alt-Eile-SaveAs with an appropriate name. 
Alt-File-frint- Only the summary portion will 
print. 
Shift-Al t-File-CloseAll 
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T bl 1 A d" II A a e , ~_ppen IX 

Constituent 

(expressed as a oxide) 

Si02 

Al203 

Fe203 

CaO 

MgO 

S03 

Loss on Ignition 

Na20 

K20 

Ti02 

P20s 

SrO 

BaO 

. 1 f h ssavs o t e cement1t10us matena s use d. th 1n e miXes. 

Portland Cement Fly Ash 

(LaFarge) (Port Neal 4) 

20.4 35.3 

4.27 18.1 

3.30 5.8 

63.3 26.8 

2.95 4.9 

2.57 3.2 

1.43 0.5 

Not Measured 1.3 

0.75 0.38 

0.19 1.42 

0.12 1.16 

0.05 0.41 

Not Measured 0.83 
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... en a. 
0 ... 

LaFarge cement, Type I, 1/14/97 MEAS0088.MDI 
476.40 ····· · ·· --,--- --· -1---- - ---, --- -·-r----- -· ---,- ------ -r· -- --- ·- -- --r-- ------- · 

---- LaFarge cement, Type 

397.00 

317.60 

~ 238.20 
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1 
,
1
! ,

1
>'J, , 

• '••I r.j"'l .,. '• ~· r \ • ~ .. If "' ~ ~· . i ,. 1· ·-r ·••. • •'. ': ,·-j;,•, 

0.00 ---------------'---------'-------'------•-------'--- .. ! ....... --'----- ·'----------'----- ------ ----'--- : . __ !__ ' _·_ 
3.00 11.40 19.80 28.20 36.60 45.00 53.40 61.80 70.20 

Two-Theta *degrees* 



·········~ 

il en 
a. 
u 
il 

Port Neal4 fly ash MEAS0023.MDI 
204.60 -- ---- ----,- - -- ---r-- ---.--------r-------,- - - --, -- ------- "T --------- T"""" -------------- ;-- --. - - ---- .... - -

170.50 -

136.40 

~ 102 .. 30 
·u; 
c 
Q) -c 

68 .. 20 --

34 .. 10 -

0.00 ------·----------L _______ , ___ !_ __ -- .. ·-'·-·-----1.._. __ --·: --- --'-·--·--'-. ·----'--- _ '---- _,_!_ ___ ... .... ..! ..... 
3.00 11.40 19.80 28.20 36.60 45.00 53.40 61.80 70.20 

Two-Theta *degrees* 
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.. :·· .--~ 

Count Fracti~ 
Samole 
(blank) 
1 
2 
3 
4 
5 
6 
7 
8 
9 
10 
11 
12 
13 
14 
15 
16 
17 
18 
19 
20 
21 
22 
23 
24 
Grand Total 

Area Fractson 
Samole 
(blank) 
1 
2 
3 
4 
5 
6 
7 
8 
9 
10 
11 
12 
13 
14 
15 
16 
17 
18 
19 
20 
21 
22 
23 
24 
Grand Total 

sample 2M summary final calc's checked.xls 

Number of divisions/decade 4 
Starting Diameter 3.163 

Bin Factor 1.778 
1mmbin 10 

Min. 
Max. 

Diam 
5.45 

873.70 

26.42 

Bin 
1 
10 

Mean Diameter 
Diameter-weighted Mean Diam 

Aru-weighted Mean Diam 
86.88 Ave(DA2)1Ave(DA1) 

272.32 Ave(DA3)1Ave(DA2) 

Size Distributions 
·ea.Ciam 1 

1.78 5.62 10.00 17.79 31.63 56.25 
BsnNum 
·1 1 2 3 4 5 

IIDIV/0! IIDIV/0! IIDIV/0! IIDIV/0! IIDIV/0! IIDIV/01 
0.0% 0.0% 33.6% 28.9% 12.1% 12.5% 
0.0% 0.0% 30.9% 26.2% 14.5% 14.5% 
0.0% 0.0% 30.3% 28.9% 15.9% 15.2% 
0.0% 0.2% 37.7% 26.5% 14.6% 10.3% 
0.0% 0.4% 34.7% 28.9% 18.7% 7.7% 
0.0% 0.0% 32.2% 32.9% 19.7% 6.5% 
0.0% 0.5% 38.7% 27.3% 17.8% 7.2% 
0.0% 0.3% 36.6% 30.5% 14.0% 12.2% 
0.0% 0.9% 40.9% 23.8% 13.2% 10.6% 
0.0% 0.2% 34.9% 26.7% 15.5% 13.0% 
0.0% 0.0% 34.5% 23.1% 20.3% 10.4% 
0.0% 0.0% 30.1% 21.0% 20.3% 14.9% 
0.0% 0.0% 28.6% 25.8% 20.7% 12.7% 
0.0% 0.0% 34.4% 28.9% 13.6% 13.8% 
0.0% 0.0% 31.3% 27.2% 19.0% 12.8% 
0.0% 0.0% 36.9% 29.0% 12.8% 11.4% 
0.0% 0.0% 26.9% 31.2% 17.3% 13.5% 
0.0% 0.0% 24.3% 31.9% 18.7% 12.7% 
0.0% 0.2% 33.8% 25.3% 17.5% 13.5% 
0.0% 0.3% 32.6% 29.2% 19.8% 9.1% 
0.0% 0.0% 29.4% 32.0% 15.1% 12.3% 
0.0% 0.0% 32.0% 26.6% 18.9% 12.0% 
0.0% 0.3% 32.3% 30.7% 15.3% 11.7% 
0.0% 0.0% 41.1% 23.0% 15.1% 12.1% 
0.0% 0.1% 33.6% 27.8% 16.7% 11.5% 

BinNum I 
·1 1 2 3 4 5 

IIDIV/0! IIDIV/01 IIDIV/01 IIDIV/0! IIDIV/0! IIDIV/01 
0.0% 0.0% 1.3% 3.2% 4.1% 13.5% 
0.0% 0.0% 0.6% 1.3% 2.3% 7.6% 
0.0% 0.0% 1.6% 3.7% 7.7% 22.6% 
0.0% 0.0% 1.0% 1.9% 3.3% 8.2% 
0.0% 0.0% 1.2% 2.7% 5.3% 6.7% 
0.0% 0.0% 1.4% 3.8% 6.7% 7.7% 
0.0% 0.0% 0.8% 1.6% 2.9% 4.4% 
0.0% 0.0% 1.7% 4.0% 5.5% 15.7% 
0.0% 0.0% 0.7% 1.1% 2.0% 5.1% 
0.0% 0.0% 1.0"/o 2.1% 3.9% 9.7% 
0.0% 0.0% 0.6% 1.0% 2.8% 4.2% 
0.0% 0.0% 0.7% 1.4% 5.0% 10.6% 
0.0% 0.0% 0.7% 1.8% 4.3% 8.1% 
0.0% 0.0% 0.7% 1.5% 2.2% 7.5% 
0.0% 0.0% 1.1% 2.7% 5.9% 12.2% 
0.0% 0.0% 1.1% 2.3% 3.3% 9.2% 
0.0% 0.0% 1.2% 4.1% 7.4% 18.3% 
0.0% 0.0"/o 0.6% 2.0% 3.7% 8.2% 
0.0% 0.0% 1.3% 2.6% 5.8% 14.7% 
0.0% 0.0% 1.4% 3.4% 7.0% 10.2% 
0.0% 0.0% 0.9% 2.7% 4.3% 10.8% 
0.0% 0.0% 1.0% 2.4% 5.3% 11.4% 
0.0% 0.0% 1.2% 3.0% 5.0% 11.3% 
0.0% 0.0% 1.3% 2.0% 4.1% 10.4% 
0.0% 0.0% 1.0% 2.2% 4.1% 9.2% 
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Air Void Content 
Mean 12.97% 

Std.Dev. 4.97% 
Rei.Err. 1.02% 

100.02 177.87 316.30 

6 7 8 
IIDIV/0! IIDIV/01 IIDIV/0! 

10.0% 1.8% 1.1% 
7.9% 3.8% 1.9% 
7.2% 2.2% 0.4% 
8.3% 0.9% 1.1% 
6.0% 3.0% 0.4% 
5.7% 2.0% 1.0% 
5.0% 2.5% 0.9% 
3.3% 2.8% 0.0% 
6.4% 2.6% 1.3% 
5.7% 2.2% 1.5% 
7.6% 2.5% 0.9% 
8.0% 4.0% 1.8% 
6.6% 3.8% 1.9% 
7.3% 1.0% 0.8% 
5.5% 3.1% 0.7% 
6.6% 2.8% 0.0% 
8.5% 2.7% 0.0% 
8.4% 2.0% 1.6% 
6.9% 1.9% 0.9% 
6.8% 1.4% 0.6% 
7.1% 3.1% 0.6% 
7.4% 2.0% 0.9% 
4.3% 4.3% 1.0% 
5.1% 2.1% 1.2% 
6.6% 2.5% 0.9% 

6 7 8 
IIDiV/01 IIDIV/0! IIDIV/0! 

28.6% 25.7% 23.5% 
11.3% 14.3% 30.5% 
28.3% 25.6% 10.6% 
17.9% 5.7% 20.3% 
16.9% 23.8% 9.3% 
20.6% 19.6% 40.3% 

8.5% 14.7% 15.7% 
14.4% 36.3% 0.0% 
8.6% 12.2% 18.8% 

14.3% 16.7% 36.4% 
9.8% 10.9% 14.1% 

19.4% 27.5% 35.4% 
12.9% 22.0% 50.3% 
13.1% 4.8% 12.5% 
16.9% 28.7% 16.3% 
15.7% 26.1% 0.0% 
33.1% 35.8% 0.0% 
16.5% 12.1% 30.1% 
21.6% 20.0% 34.1% 
22.7% 12.4% 13.7% 
21.8% 28.8% 15.9% 
22.0% 15.5% 27.3% 
15.2% 40.6% 23.6% 
12.4% 13.6% 28.8% 
16.0% 18.3% 21.1% 

562.47 1000.23 

9 10 Grand Total 
IIDIV/0! IIDIV/0! IIDIV/0! 

0.0% 0.0% 100.0% 
0.0% 0.3% 100.0% 
0.0% 0.0% 100.0% 
0.4% 0.0% 100.0% 
0.0% 0.2% 100.0% 
0.0% 0.0% 100.0% 
0.0% 0.2% 100.0% 
0.3% 0.0% 100.0% 
0.0% 0.4% 100.0% 
0.2% 0.0% 100.0% 
0.3% 0.3% 100.0% 
0.0% 0.0% 100.0% 
0.0% 0.0% 100.0% 
0.0% 0.3% 100.0% 
0.2% 0.0% 100.0% 
0.7% 0.0% 100.0% 
0.0% 0.0% 100.0% 
0.4% 0.0% 100.0% 
0.0% 0.0% 100.0% 
0.3% 0.0% 100.0% 
0.3% 0.0% 100.0% 
0.3% 0.0% 100.0% 
0.0% 0.0% 100.0% 
0.3% 0.0% 100.0% 
0.2% 0.1% 100.0% 

9 10 Grand Total 
IIDIV/0! IIDIV/01 IIDIV/01 

0.0% 0.0% 100.0% 
0.0% 32.2% 100.0% 
0.0% 0.0% 100.0% 

41.7% 0.0% 100.0% 
0.0% 34.1% 100.0% 
0.0% 0.0% 100.0% 
0.0% 51.4% 100.0% 

22.4% 0.0% 100.0% 
0.0% 51.5% 100.0% 

15.8% 0.0% 100.0% 
10.8% 45.9% 100.0% 
0.0% 0.0% 100.0% 
0.0% 0.0% 100.0% 
0.0% 57.6% 100.0% 

16.2% 0.0% 100.0% 
42.2% 0.0% 100.0% 

0.0% 0.0% 100.0% 
26.8% 0.0% 100.0% 

0.0% 0.0% 100.0% 
29.2% 0.0% 100.0% 
14.9% 0.0% 100.0% 
15.1% 0.0% 100.0% 

0.0% 0.0% 100.0% 
27.5% 0.0% 100.0% 
10.7% 17.5% 100.0% 



Ea.Oiam 
··: 1.78 5.62 10.00 

Count of Area B~nNum 
Sample ·1 1 2 3 
(blank) 0 0 0 
1 0 0 94 
2 0 0 98 
3 0 0 84 
4 0 1 168 
5 0 2 184 
6 0 0 129 
7 0 2 172 
8 0 1 144 
9 0 2 96 
10 0 1 140 
11 0 0 109 
12 0 0 83 
13 0 0 61 
14 0 0 137 
15 0 0 130 
16 0 0 107 
17 0 0 70 
18 0 0 61 
19 0 1 143 
20 0 1 115 
21 0 0 103 
22 0 0 112 
23 0 1 97 
24 0 0 136 
Grand Total 0 12 2773 

0.0 0.0 
0.0 0.0 4889.2 
0.0 0.0 5256.8 
0.0 0.0 4370.0 
0.0 23.3 8669.9 
0.0 46.7 9335.1 
0.0 0.0 6662.9 
0.0 46.7 9078.4 
0.0 23.3 7491.4 
0.0 46.7 5029.3 
0.0 23.3 7164.7 
0.0 0.0 5688.6 
0.0 0.0 4060.8 
0.0 0.0 3121.4 
0.0 0.0 7281.4 
0.0 0.0 6692.1 
0.0 0.0 5536.9 
0.0 0.0 3547.3 
0.0 0.0 3179.8 
0.0 23.3 7182.2 
0.0 23.3 5898.6 
0.0 0.0 5163.5 
0.0 0.0 5723.6 
0.0 23.3 5005.9 

sample 2M summary final calc's checked.xls 

Size Distributions 

17.79 31.63 56.25 100.02 177.87 

4 5 6 7 
0 0 0 0 0 

81 34 35 28 5 
83 46 46 25 12 
80 44 42 20 6 

118 65 46 37 4 
153 99 41 32 16 
132 79 26 23 8 
121 79 32 22 11 
120 55 48 13 11 
56 31 25 15 6 

107 62 52 23 9 
73 64 33 24 8 
58 56 41 22 11 
55 44 27 14 8 

115 54 55 29 4 
113 79 53 23 13 
84 37 33 19 8 
81 45 35 22 7 
80 47 32 21 5 

107 74 57 29 8 
103 70 32 24 5 
112 53 43 25 11 
93 66 42 26 7 
92 46 35 13 13 
76 50 40 17 7 

2293 1379 951 546 203 

0.0 0.0 0.0 
11692.2 15146.2 49458.6 104973.3 94401.3 
11686.4 20858.1 69756.6 104045.6 131415.0 
10367.8 21365.7 62988.6 79015.8 714252 
16464.8 28909.7 71308.5 155196.2 49878.6 
21552.4 42428.1 53711.9 135580.8 190459.5 
18786.9 33110.5 37678.8 101285.9 96513.3 
18162.6 326262 49674.4 96490.0 166695.8 
17141.6 23658.7 67574.5 61944.3 156188.0 
8034.0 15006.2 38133.9 64149.7 91011.5 

15181.2 27690.3 68992.3 101379.3 117984.1 
10432.0 29370.6 42918.2 100865.8 112167.1 
7713.1 27270.2 58105.2 106344.4 150616.1 
8144.9 19242.0 36453.6 58035.2 98969.6 

15694.7 23226.9 78280.7 136537.6 49738.6 
16418.1 36307.7 74908.4 103917.2 176486.0 
11838.1 16651.5 46868.1 79692.6 132581.9 
11651.4 21015.7 52154.1 94068.7 101939.4 
11639.7 21330.7 46751.4 94424.6 69663.2 
14866.2 32748.7 83321.7 122715.8 113859.1 
14282.7 29533.9 43244.9 95725.7 52492.5 
14877.8 23915.4 60199.8 121980.7 160873.1 
13226.7 29358.9 63268.7 122552.5 86501.4 
12981.6 21313.2 48653.4 65514.9 174642.3 

61 

316.30 562.47 

8 9 
0 0 
3 0 
6 0 
1 0 
5 2 
2 0 
4 0 
4 0 
0 1 
3 0 
6 1 
3 1 
5 0 
4 0 
3 0 
3 1 
0 2 
0 0 
4 1 
4 0 
2 1 
2 1 
3 1 
3 0 
4 1 

74 13 

86419.8 0.0 
280204.9 0.0 

29434.8 0.0 
176188.5 361828.7 
74360.0 0.0 

198149.3 0.0 
177367.0 0.0 

0.0 96676.7 
140160.8 0.0 
257929.0 112073.8 
145656.8 111472.8 
193849.3 0.0 
226294.7 0.0 
129921.4 0.0 
100095.7 99763.1 

0.0 214334.1 
0.0 0.0 

172588.6 153813.4 
193756.0 0.0 
57982.7 123170.9 
88946.1 83350.8 

152022.2 83870.1 
101636.0 0.0 

1000.23 

10 
0 
0 
1 
0 
0 
1 
0 
1 
0 
1 
0 
1 
0 
0 
1 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
6 

Grand Total 
0 

280 
317 
277 
446 
530 
401 
444 
393 
235 
401 
316 
276 
213 
398 
415 
290 
260 
251 
423 
353 
350 
350 
300 
331 

8250 

• • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • • 
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1.78 5.62 
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·,. 

... ·:· • .. 
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40.0% 
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sample 2M summary final calc's checked.xls 

Count Distribution 

' 

' ~-= 

. _: .. :.· ·:·-· .. =·:-'.- .)2: ·.: . -· 
.-._ .... 

. . ~~ 

10.00 17.79 31.63 56.25 100.02 

Eq. Diam (upper limit) 

:-· ·' 

---1 
-+-3 
---5 
--+-7 
-9 

11 
····l>-··13 

15 
···-···17 
-···19 
--21 
--23 
-Grand Total 

:',• 

--2 
-+-4 
--6 
-+-8 

10 
··'•r·-·12 
···41'····14 
-16 
-+-18 
-..-··20 

---22 
--+-24 

Area Distribution 

---1 
-+-3 
........ 5 
--+-7 
--9 

11 
~13 

15 
--17 
--19 
--21 
....... ·23 
-Grand Total 

. -:, . 

1n.81 

- -·.} · .. 

--2 
-+-4 
--6 
-+-8 

10 
·········12 
-«-14 
-16 
-+-18 
--20 
---22 
--+-24 

316.30 562.47 1000.23 

0.0% L---~-!!1!!!!~~~~~~~~~~::::~--....... --~~-~j[~~~l-~~ 
1.78 5.62 10.00 17.79 31.63 56.25 100.02 177.87 316.30 562.47 1000.23 

Eq. Diam (upper limit) 
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